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New Beaumont Substation
would be constructed

West of Devers Interim Project 
would be removed, and all 220 kV

transmission facilities would be removed
between Devers and El Casco

Add a third 500 kV circuit, either
adjacent to existing lines or in
some cases on double-circuit

towers where ROW is not wide
enough for a 3rd set of towers.

Between Devers and
Beaumont Substations:

Add 4 new circuits of 220 kV
on new structures. West of

El Casco, the same upgrades
as for Proposed Project would

be required.

Between Beaumont and
El Casco Substations:


