Southern California Edison
A.09-09-022 — Alberhill PTC & CPCN

DATA REQUESTSET CPUC-Supplemental Data Request-005

To: CPUC
Prepared by: Paul Mccabe
Job Title: Senior Advisor
Received Date: 7/23/2020

Response Date: 3/4/2021

Question DG-MISC-43:
Please provide the existing SAIDI, SAIFI, MAIFI, and CAIFI numbers from 2009-2019 for the
following locations:

1. A-bank two transformers at Valley South substation

2. Entire Valley South substation
3. SCE system

Response to Question DG-MISC-43:

Please see SCE’s response to the amended data request question DG-MISC-43 Supplemental in
CPUC-Supplemental Data Request Set — 006, responded to on October 17, 2020.
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Question DG-MISC-44:
For the base case, please tabulate the N-0, N-1, and N-1-1 contingency results in terms of number of
customer outages served by at A bank substation for all scenarios that impact downtime.

Response to Question DG-MISC-44:

Please see SCE’s response to the data request question DG-MISC-54 in CPUC-Supplemental Data
Request Set — 006, responded to on February 16, 2021.
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Question DG-MISC-45:

For the case modeling the proposed Valley South project, please tabulate the N-0, N-1, and N-1-1
contingency results in terms of number of customer outages for all scenarios that impact downtime
at A bank substation.

Response to Question DG-MISC-45:

Please see SCE’s response to the data request question DG-MISC-54 in CPUC-Supplemental Data
Request Set — 006, responded to on February 16, 2021.
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Question DG-MISC-46:
For each of the proposed alternatives, please tabulate the N-0, N-1, and N-1-1 contingency results in
terms of number of customer outages for all scenarios that impact downtime at A-bank substation.

Response to Question DG-MISC-46:

Please see SCE’s response to the data request question DG-MISC-54 in CPUC-Supplemental Data
Request Set — 006, responded to on February 16, 2021.
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Question DG-MISC-47:

With the tie lines, there is opportunity to permanently shift load from Valley South to Valley North,
which could alleviate the need for additional capacity at Valley South. What scenarios were studied
to determine if a permanent load shift to Valley North would resolve the capacity issues at Valley
South?

Response to Question DG-MISC-47:

Please see SCE’s response to the amended data request question DG-MISC-47 Supplemental in CPUC-
Supplemental Data Request Set — 006, responded to on September 30, 2020.
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Question DG-MISC-48:
What studies were performed in assessing the change in capacity needs at Valley North that may
enable the permanent shift of some of the Valley South load to Valley North?

Response to Question DG-MISC-48:

Please see SCE’s response to the amended data request question DG-MISC-48 Supplemental in CPUC-
Supplemental Data Request Set — 006, responded to on September 30, 2020.
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Question DG-MISC-49:
Please provide list of WDAT/R21 projects and DDOR at Valley North, interconnection status of
each, and estimated interconnection application completion date.

Response to Question DG-MISC-49:

Please see the attachment titled “A.09-09-022 ED-Alberhill-SCE-Supplemental Data Request 005
Question DG-MISC-49.x1sx which contains (as of 2/1/2021):

e All active and in-service WDAT and Rule 21 generation projects in the Valley North
System (i.e., Valley ‘ABC’ 115 kV bus section)

e All active WDAT and Rule 21 applications for generation interconnection in the Valley
North System (i.e., Valley ‘ABC’ 115 kV bus section)

e All SCE-proposed projects to address distribution services in the Valley North System (i.e.,
Valley ‘ABC’ 115 kV bus section) identified in SCE’s 2020 DDOR filing

Note, SCE did not provide an “estimated interconnection application completion date” for each
project as all projects are past the interconnection application phase with all but one either in
construction or already in-service.



