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Question PD-1:

Elevation of the Fogarty Substation. Although there is a good description in the text of the 
project description, an elevation of the substation or a typical elevation would facilitate the 
visual analysis.

Response to Question PD-1:

In addition to the visual simulation photographs that appear in Section 4, "Environmental Impact 
Assessment" of the Fogarty PEA (specifically, Figures 4.1-5, 4.1-6, and 4.1-7, that appear on 
PEA pages 4.1-15 thru 4.1-19), SCE believes the attached documents (Exhibits A through H, 
containing typical physical elevation drawings) will help facilitate the CPUC's visual analysis

 


