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GENERAL NOTES:

APPLICABLE STANDARDS / SPECIFICATIONS:
ASME YI4.5-1994, DIMENSIONS AND TOLERANCES
MIL-STD-12-12 ANSI Yl.l ABBREVIATIONS.

D THISVAULT AND INCLUDED EXTENSIONS,COVERS ETC.
ARE DESIGNED FOR AASHTO H20 LOADING IN
ACCORDANCE WITH ASTM SPECIFICATIONS. THE
VARIOUS STRUCTURESARE MANUFACTURED IN
ACCORDANCE WITH ASTM AND ACI SPECIFICATIONS.
INSTALLATION SHALL BE PERASTM C891-90.

ALL PRECAST MANHOLE PRODUCTS AND ACCESSORIES
WILL BE PRODUCED FROM CUSTOMER APPROVED
DRAWINGS. PRIOR TO CUSTOMER APPROVAL
ALL DRAWINGS WILL BESTAMPED/SIGNED BY A
LICENSED ENGINEER OF THESTATEOF CALIFORNIA.

MATERIALS:

CONCRETE: fc=7,000 psi, 28 DA YSCOMPRESSIVE
c STRENGTH. 5LBS PROPEX NOVAMESH 950 PERC/Y.

RHEOPEL PLUS INTEGRAL WATER REPELLANT.

REINFORCEMENT: REBAR PERASTM A-706
GRADE 60.

STEEL: ASTM A-36, HOT DIP GALVINIZED AFTER
FABRICATION

GALVINIZING: ASTM A-123 AND A 153

REINFORCEMENT FABRICATION SHALL BEIN ACCORD-
ANCE WITH ACI AND CSRI SPECIFICATIONS. WELDING
REINFORCEMENT SHALL BEACCORDANCE WITH AWS 01.4.

DISCLAIMERS:

A

PRECAST CONCRETE UNDERGROUND STRUCTURESSHALL
BE INSTALLED PERASTM C-89i. THE EXCAVATION SUB
GRADE SHALL BE COMPACTED TO 90% COMPACTION
OR PERTHEPROJECT GEOTECHNICAL REPORTAND A
MINIMUM OF FOUR INCHES OF 3/4" CRUSHED ROCK
SHALL BE PLACED ON TOP OF SUB GRADE. THE
EXCAVATION SHALL BEAT LEAST 12" LARGER THAN THE
OUTSIDE DIMENSION OF THESTRUCTUREAND THE
SUBGRADE SHALL BE LEVEL. IMPROPERLY PREPARED
EXCAVATION MA Y CAUSE DAMAGE TO THESTRUCTURE
AND VOID THEWARRANTY.

THEPRECAST STRUCTURESSHALL BE DESIGNED AND
MANUFACTURED IN ACCORDANCE WITH ASTM
SPECIFICATIONS IN PARTICULAR ASTMC-857
AND ASTM C-858 AS APPLICABLE. THE DRAWINGS MA Y
BECHANGED BASED ON INFORMATION PROVIDED BY
SDG&E AT A LATERDATE DUE TO FIELD CONDITIONS
OR ENGINEERING REQUISITES.
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